ATTACHMENT 6, TIM FROST, JANUARY 19, 2023

24.39.10 - RULES OF THE IDAHO ELECTRICAL BOARD

000. LEGAL AUTHORITY.
The rules are promulgated pursuant to-Fi deTi 3 i
67Chapter-94.tdaho-Code Sections 54- 1001 54 1005 54 1006 54-1007, 54 1009 54- 1018 67 2604, 67 2614,
67-9406 and 67-9409, Idaho Code. ( )

001. SCOPE.
The rules in

issuance of Ilcenses electrlcal permits, and mspectlons of electrlcal mstallatlons civil penalties, and adoption and
amendment of the National Electrical Code. ( )

002003. DEFINITIONS.

01. Associated Buildings. All buildings, structures, and fixtures used for domestic purposes and in
connection with the primary or secondary residence, such as garages, sheds, barns, or shops. ( )
02. Person. Includes an individual, company, firm, partnership, corporation, association or other
organization. ( )

01. Permits and Inspections

~
~

01b. Completion of Installation. FerEeach installation made by a permit-hoelder-and-coming-under-the
provisions-of-Section-54-1001,-tdaho-Code;-said-permit holder or his authorized representative shall request a final

inspection from the Division. ( )
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abi. No wiring or equipment may be concealed in any manner from access or sight until the work has
been inspected and approved for cover by the electrical inspector_except for those installations pursuant to Section
54-1005(3), Idaho Code. ( )

RULE 200.04.032,Connecting_and Energizing Prior_to Inspections. At the request of a licensed

electrical contractor and upon receipt of a copy of an electrical permit, a power supply company may connect and
energize an electrical service, to the line side of the service disconnect, prior to a passed inspection in the following
situations; to preserve life or property or to provide temporary service for construction. Any contractor energizing an
electrical installation prior to an inspection assumes full responsibility for the installation. ( )—

013.--049.  (RESERVED)

02%a. New-Residential_Permits. Includes associated buildings with wiring being constructed on each
property.

a. New residential construction permits, including multi-family dwellings:

New — One-Family Dwellings

Up to 1,500 square feet of living space - $130
1,501 to 2,500 square feet of living space - $195
2,501 to 3,500 square feet of living space B $260
3,501 to 4,500 square feet of living space - $325
Over 4,500 square feet of living space - $3255p(;33a:eef5e ;?ro?%i:t;dndmg?:(l)fl 1000

New — Two- and Multi-Family Dwellings

Two-family dwellings ’ - ‘ $260
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Multi-family dwellings | ‘ $130 per building plus $65 per unit

02b06. Other Installation (Including Industrial and Commercial) Permit. The permit fees listed in
this section apply to any and all installations not specifically mentioned elsewhere in this schedule. The electrical
cost shall be the cost to the owner of all labor charges and all other costs that are incurred to complete the
installation of all wiring and equipment installed as part of the system.; Ffactory assembled industrial machinery to

be operated by electrical energy shall not be included in calculating these fees. ( )
ai. Wiring cost not exceeding ten thousand dollars ($10,000): sixty dollars ($60) plus two percent
(2%) of total wiring cost. ( )
bii. Wiring cost over ten thousand dollars ($10,000) but not exceeding one hundred thousand dollars
($100,000): two hundred sixty dollars ($260) plus one percent (1%) of wiring cost in excess of ten thousand dollars
($10,000). ( )
€iil. Wiring cost over one hundred thousand dollars ($100,000): one thousand one hundred sixty
dollars ($1,160) plus one-half of one percent (.5%) of the portion of wiring costs exceeding one hundred thousand
dollars ($100,000). ( )

deiv.  Small work not exceeding five hundred dollars ($500) in cost and not involving a change in
service connections: ten dollars ($10). ( )
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shau-alse- per remspectlon fee WI|| be pald—assessed for Work not bemq readv for |nspect|on |naccurate descnptlon
of jobsite locations or directions, or failure to respond to notice of correction.before—the—approval—of-thean

responding-to-a corrective notice

~

~
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05. Virtual Inspection Request. Forty-five dollar ($45) fee for Contractors and Specialty Contractors
requesting a virtual inspection of qualified installations.

0643. Plan Check Fee. Sixty-five dollars ($65) minimum for one (1) hour or less. Over one (1) hour:
sixty-five dollars ($65) plus sixty-five dollars ($65) for each hour, or portion thereof, in excess of one (1) hour.
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9715c. Expiration of Permits. Every permit issued shall expire by limitation and become null and void
after three hundred sixty-five (365) days from the purchase date. A permit may be renewed for an additional year
upon receipt of Division approval and sixty-five dollars ($65) renewal fee. ( )

0816d. Transferring a Permit. A permit may be transferred to another eligible party if such party
provides to the Division written authorization signed and notarized by the original permit holder consenting to the
transfer itself and assignment of all the responsibilities and conditions incorporated into the original permit issuance.
A permit may be transferred to the owner of the property on which the electrical work is to be performed and for
which the permit was issued, or such owner’s designated legal agent, in cases where such owner has terminated his
legal relationship with the electrical contractor who originally obtained the permit. An administrative fee in the
amount of forty-five dollars ($45) for the transfer of the permit shall be assessed by the Division. ( )

Section 000 Page 5

[ Formatted: Body




100. LICENSURE AND REGISTRATION

Co_ntmuing Education.

To renew, journeymen and master electricians must provide proof [Formatted: Font: Bold }
of completlon during the prior_three-year license cycle, of twenty-four (24) hours of continuing education
instruction consisting of eight (8) hours of code update covering changes included in the latest edition of the
National Electrical Code—Fheremaining and sixteen (16) hours may-censist-of any combination of code-update
tralnlnq, code- related tralnlnq, or industry-related tralnlnqﬁleumevmerkand%aster—eleetﬂe}ans—shau%mplete

{Formatted: Font: Bold }

{ Formatted: Tab stops: 3.25", Centered + Not at 6.5" }

b. To renew, an apprentice who has completed the education (if applicable) and experience

requirements but has not passed the journeyman examination within two (2) years after completion of the education
(if_applicable) and experience requirements must provide proof of completion of twenty-four (24) hours of
continuing education instruction consisting of eight (8) hours of NFPA 70E training and sixteen (16) hours of code
update training, code-related training, or industry-related training. ( )

03— EXAMINATHON-AND-LICENSE:

01. Journeyman. An applicant must pass an examination designated by the Board and either (a)
submit evidence of a minimum of eight thousand (8,000) hours of work experience as an apprentice making
electrical installations in accordance with the requirements of the jurisdiction in which the applicant obtained the
experience and satisfactory completion of a four-year sequence of instruction approved by the Idaho Division of
Career-Technical Education, or (b) submit proof of sixteen thousand (16,000) hours of electrical experience in

accordance with the requirements of the jurisdiction in which the applicant obtained the experience. ( )
a. Examination. An applicant may sit for the exam after showing proof of completion of either the
approved 4-year sequence of instruction or 16,000 hours of electrical experience. ( )
b. Provisional Journeyman License. A provisional journeyman license can be issued to an applicant
who has completed the 16,000 hours of electrical experience but has not yet passed the examination. ( )
c. Work experience in appliance repair, motor winding, or communications will not count towards

the requirements to take the journeyman examination or obtain a provisional journeyman or journeyman license.
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d. No more than two thousand (2,000) hours of work experience gained while engaged in the practice
of a limited electrical installer or trainee may be counted toward the satisfaction of the experience requirements for
journeyman licensure.

02. Master. A master electrician does not need to also hold a journeyman license. ( )

03. Limited Electrical Installer. An applicant must submit evidence of a minimum of four thousand
(4,000) hours of work experience in the same limited category in accordance with the requirements of the
jurisdiction in which the applicant obtained the experience. ( )
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106.——04. Electrical Contractor And Limited Electrical Contractors. Applicant or its entity designee must

pass an examination designated by the Board and submit an application signed by the applicant or an official
representative of the entity making the application and countersigned by the supervising electrician.

01. Application Quatifications-for-ContractorsRequirements. e

Rule 200.03.a. #: The master, journeyman or limited electrical installer shall be designated the supervising
electrician; and-shal-must be available during working hours to carry out the duties of supervising, as set forth
herein;; and whe-will be responsible for supervision of electrical installations made by said contractor as provided
by Section 54-1010, Idaho Code.  ( )

## Rule 200.03.a.ii.-An individual contractor may act as his own supervising master, journeyman electrician-
or limited electrical installer upon the condition that he holds a—validan active master, journeyman, —electrician
ticense-or limited electrical installer license. ( )

ion. Any

entity appllcant Whewhteh—pe#pem—te—be—a—nen—mdmdeal—(such as, corporatlon partnershlp, company, f|rm or
association); must designate in writing an individual to represent it for examination purposes. Any such designee
shall be a full-time-supervisory employee and may not represent any other applicant for a contractor’s license. ( )

b. In_the event the Worklnq relationship between a contractor and |ts designee termlnates the
contractor Any a 0Ola and a

shaHwill each notify the D|V|5|on in ertlng mthe—sepeﬁﬁsmgeleetnetan-epthedeagneeisweﬂmwemmmwth
the-contractor-has-been-terminated-within ten (10) days of the date of termination. H-the-supervising-electrician-or
e e e e contractors — s e et bl
may not purchase permits or make electrical installations srless-anether-supervising-electrician-isqualified-by-the

Divisien;-er-unless another duly qualified designee passes the contractor’s examination on behalf of the contractor.;

200. PRACTICE STANDARDS
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23.01. Electrical Contracting Work-Defined. A—contractor-license—issued—by-the-Division—must-be
1 1 i i ho. { AY
o Y 7

————a——Contracting work includes electrical maintenance or repair work, in addition to new electrical
installations, unless such work is expressly exempted by Section 54-1016, Idaho Code. ( )

02. Contractor Scope. A contractor’s allowable scope of work is the same as the scope of its licensed
employee. ( )
0336. Qualification-and-DButiesfor Supervision. ng-Electrician: ( )

aRule 200.03.a.i . A master-electrician, journeyman, or limited electrical installer shat-net-be-considered-as
is not not quallfled or one (1) year %wnem@namheens&aapmatmwas the superwsmg electrlmanw

de. A journeyman who is an full-time-employee of a company, corporation, firm or association with a
facility account may sign as supervising journeyman-electrician for that facility account in addition to signing as
superwsmg Journeyman for hIS own contractor’s hcense so long as the journeyman is listed as the owner-and
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059—Dweet$upew+smnandqiralmng The emplovlnq contractor or limited electrical contractor must

ensure at-each apprentice, trainee, and
provisional Journeyman performs electrlcal work—enly under the constant on-the -job supervision and training of a
master, journeyman or installer. ( )

ca. Journeyman-to-Apprentice Ratio. One (1) journeyman shall not supervise more than four (4)

apprentices performing electrical work on one and two-family dwelling units. One (1) journeyman shall not
supervise and train more than two (2) apprentices performing electrical work on all other types of electrical
installations. )

Journeyman to apprentlce ratlo estabhshed—heﬁem—theseumle&may be adjusted on a case- by-case ba5|s by a showmg
by an electrical contractor of special circumstances that are peculiar to the work done by that electrical contractor
and that allow for effective supervision and training by each journeyman electrician. An electrical contractor must
obtaln permlssmn from the D|V|5|0n to adjust the Journeyman-to apprentlce ratlo—FaHme—te—eemply—wnh—thﬁ

03. Limited Electrical Installations. A limited electrical installer must be employed by an electrical

contractor or limited electrical contractor in the same restricted category and may only countersign a limited
electrical contractor’s license application as supervising limited electrical installer for work within the same
restricted category. Limited electrical installations must comply with the National Electrical Code, as amended
herein. The following categories of electrical installations constitute limited electrical installations, the practice of
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which shall require an electrical contractor or limited electrical contractor license and supervision by a journeyman,
master electrician, or limited electrical installer: ( )

Ola. Elevator, Dumbwalter Escalator or Movmg Walk Electrlcal An elevator electrlcal limited
licensee is_Any } only

authorized to-may-install, mamtam repalr and replace equipment, controls and wmng beyond the disconnect
switch in the machine room of the elevator and pertaining directly to the operation and control thereof when located

in the elevator shaft and machlne room. —He—shau—beuempleyed—by—a—heensed—elevate#eleemealwmepm

02b. Sign Electrical. Anry-person-gualifying-for-and-having-in-his-pessession-a-currentA sign electrical
limited licensee is only authority to may-install, maintain, repair, and replace equipment, controls, and wiring on the
secondary side of sign dlsconnectlng means; provndlng the dlsconnectlng means |s located on the sign or wnthln snght
therefrom a a a a a aHa

ayis only authorized to
install, malntam repalr and replace eqmpment controls and accessory W|r|ng |ntegral to the specific equipment,
on the load side of the equipment disconnecting means. Electrical service and feeder are to be installed by others.
The licensee may also install circuitry in modules or fabricated enclosures for the purpose of connecting the
necessary components which individually bear a label from a nationally recognized testing laboratory when such

equnpment is de5|gned and manufactured for a specnflc JOb mstallatlon Au—wwwg—emnpleted—shau—meet—au

€l. Subsection 153.03 ef—these—rues—does not apply to a limited electrical manufacturing or
assembling equipment installer installing electrical wiring, equipment, and apparatus in modular buildings as that
term is defined in Section 39-4105, ldaho Code. Only journeyman electricians and electrical apprentices, employed
by an electrical contractor, may perform such installations. ( )

04d.  Limited Energy Electrical. - —)

———a—Limited energy systems are defined as fire and security alarm systems, class 2 and class 3
signaling circuits, key card operators, nurse call systems, motor and electrical apparatus controls and other limited
energy applications covered by the NEC._Unless exempted by Section 54-1016, Idaho Code, any person who
installs, maintains, replaces or repairs electrical wiring and equipment for limited energy systems in facilities other
than one (1) or two (2) family dwellings shall be required to have a valid limited energy limited electrical license. (

bi. Limited energy systems do not include, and no license of any type is required for, the installation
of landscape sprinkler controls or communication circuits, wires and apparatus that include telephone systems,
telegraph facilities, outside wiring for fire and security alarm systems which are used for communication purposes,
and central station systems of a similar nature, PBX systems, audio-visual and sound systems, public address and
intercom systems, data communication systems, radio and television systems, antenna systems and other similar
systems. ( )
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05e. Irrigation Sprinkler Electrical. Any—person—quatifying—for-and-having—in-his—pessession,—an
irrigation-system-electrical-Heense-may-An irrigation system electrical limited licensee is only authorized to install,
maintain, repair and replace equipment, controls and wiring beyond the disconnect switch supplying power to the
electric irrigation machine. The irrigation machine is considered to include the hardware, motors and controls of the
irrigation machine and underground conductors connecting the control centers on the irrigation machine to the load

srde of the dlsconnectlng devrce Dlsconnect devrce to be mstalled by others —AH—sueh—mstaHaﬂens—pe#ermed-by

ekemeaLmstalleHemveHem&hm%hr&eategew-Nwersene&wenﬂy%ense&A I|cense holder in th|s category may
is only authorized to perform the following types of installations: ( )

ai. Single or three (3) phase water pumps: install, maintain, repair and replace all electrical
equipment, wires, and accessories from the pump motor up to the load side, including fuses, of the disconnecting
device. Disconnecting device to be installed by others. ( )

bii. Domestic water pumps, one hundred twenty/two hundred forty (120/240) volt, single phase, sixty
(60) amps or less: Install, maintain, repair and replace all electrical equipment, wires, and accessories from the pump
motor up to and including the disconnecting device. ( )

eli. Temporarily connect into a power source to test the installations, provided that all test wiring is
removed before the installer leaves the site. ( )

div. Individual residential wastewater pumping units. Install, maintain, repair and replace all electrical
equipment, wires, and accessories from the pump motor up to and including the disconnecting device for systems
that serve one-family, two-family, or three-family residential installations. ( )

07g. Refrigeration, Heatmg and A|r Condmomng Electrical Installer. Al—instalation:

installations, which installations shall be limited to factory-assembled, packaged units: ( )

ai. Heating Units (single phase): install, repair, and maintain all electrical equipment, wires, and
accessories from the unit up to the load side, including fuses, of the disconnecting device. Disconnecting device to
be installed by others. ( )
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bii. Refrigeration, Air-Conditioning Equipment and Heat Pumps (single phase): install, repair, and
maintain all electrical equipment, wires, and accessories from the unit up to the load side, including fuses, of the

disconnecting device. Disconnecting device to be installed by others. ( )

&dii. Refrigeration, Air-Conditioning and Heating Systems (three (3) phase): install, maintain, and
repair all electrical equipment and accessories up to the load side, including fuses, of the disconnecting device.
Disconnecting device to be installed by others. ( )

category-—Applicants for this license category shall provide documentation of having completed an electrical lineman
apprenticeship program or similar program approved by the U.S. Department of Labor, Office of Apprenticeship.

Any person currently licensed in this category may perform the following types of installations: ( )
al. Overhead distribution and transmission lines in excess of six hundred (600) volts. ( )
bii. Underground distribution and transmission lines in excess of six hundred (600) volts. ( )
€iii. Substation and switchyard construction in excess of six hundred (600) volts. ( )

Applicants for this license category shall provide proof of hotovoltaic installer certification by the North American

Board of Certified Energy Practitioners (NABCEP) or equivalent. Any person licensed in this category may perform

the following types of installations: ( )
ai. Solar Photovoltaic DC Systems: Install, maintain, repair, and replace all electrical equipment,
wires, and accessories up to and including the inverter. ( )
bii. Solar Photovoltaic micro-inverter/AC Systems: Install, maintain, repair, and replace all electrical
equipment, wires, and accessories up to and including the AC combiner box. ( )
151199 (RESERVED)
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0la.  Article 110.3(A) and 110.3(B). —sShall not apply to submersible well pumps installed in
swimming and marine areas; provided however, such articles shall apply to all other equipment required in the
installation of a submersible well pump in such areas except for the actual submersible well pump itself. ( )

02. Article 210.8 (A). Delete reference to 250-volt receptacles.

€b03.  Article 210.8(A)(7) Sinks. Delete article 210.8(A)(7) and replace with the following: Sinks -
located in areas other than kitchens where receptacles are installed within one and eight tenths (1.8) meters (six (6)
feet) of the outside edge of the sink.

de04.  Avrticle 210.8(A)(10). Delete article 210.8(A)(10) Laundry Areas. ( )

d.——Article 210.8(D). Delete article 210.8(D).

e05. Article 210.8 (F). —Delete Article 210.8 (F) for GFCI protection for outdoor outlets.

~
~

£06 Article 210.12 Arc-Fault Circuit-Interrupter Protection. Article-210-12 sShall apply in full.
Exception: In dwelling units Arc-Fault Circuit-Interrupter Protection shall only apply to all branch circuits and
outlets supplying bedrooms. All other locations in dwelling units are exempt from the requirements of Article
210.12.

ge07.  Article 210.52(E)(3). Delete article—210:-52(E}(3)-and replace with the following: Balconies,
Decks, and Porches. Balconies, decks, and porches having an overall area of twenty (20) square feet or more that are
accessible from inside the dwelling unit shall have at least one (1) receptacle outlet installed within the perimeter of
the balcony, deck, or porch. The receptacle shall not be located more than two (2.0) meters (six and one half (6%2)
feet) above the balcony, deck, or porch surface. ( )

h08. Article 230.67 Surge Protection. Delete NEC Article 230.67.,

i09. Article 230.85 Emergency Disconnects. —Delete Article 230.85.,

10. Article 314.27(C) Boxes at Ceiling-Suspended (Paddle) Fan Outlets. Delete 2ndsecond

{Formatted: Font: Not Bold

{Formatted: Font: Not Bold

paragraph-ef-Article 314 27(C},

kgll. Article 320.23. Where the height of a crawl space does not exceed one and four tenths (1.4)
meters or four and one half (4.5) feet it shall be permissible to secure NM cables, that run at angles with joist, to the
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bottom edge of joist. NM cables that run within two and one tenth (2.1) meters or seven (7) feet of crawl space
access shall comply with Article 320.23. ( )

1h12.  Article 334.10(3). Delete Article—334-10(3)-and replace with the following: Other structures
permitted to be of Types Ill, 1V, and V construction. Cables shall be concealed within walls, floors, or ceilings that
provide a thermal barrier of material that has at least a fifteen (15)-minute finish rating as identified in listings of
fire-rated assemblies. For the purpose of this section, cables located in attics and underfloor areas that are not
designed to be occupied shall be considered concealed. ( )

ml13. Pole Lighting. Poles used as lighting standards along roadways only (parking areas are not
roadways) that are forty (40) feet or less in nominal height and that support no more than four (4) luminaires
operating at a nominal voltage of three hundred (300) volts or less to ground, shall not be considered a structure as it
is defined as equipment by the National Electrical Code (NEC). The disconnecting means may be mounted to the
pole or elsewhere in accordance with NEC, Article 225.32, exception 3. Special purpose fuseable connectors (model
SEC 1791-DF or model SEC 1791-SF) or equivalent shall be installed in a listed handhole (underground) enclosure.
The enclosure shall be appropriately grounded and bonded per the requirements of the NEC applicable to Article
230- Services. Overcurrent protection shall be provided by a (fast-acting — minimum - 100K RMS Amps 600 VAC)
rated fuse. Wiring within the pole for the luminaires shall be protected by supplementary overcurrent device (time-
delay — minimum - 10K RMS Amps 600 VAC) in break-a-away fuse holder accessible from the hand hole. Any
poles supporting or _incorporating utilization equipment or exceeding the prescribed number of luminaires, or in
excess of forty (40) feet, may be considered structures, and an appropriate service disconnecting means shall be
required per the NEC. All luminaire- supporting poles shall be appropriately grounded and bonded per the NEC. A
service may not need a Watt Hour Meter.

nAld. Avrticle 422.5 (A)(7). Delete Article 422.5 (A)(7) GECI protection for dwelling unit dishwashers.

015. Article 480.7 (B). Delete NEC 480.7(B) Battery Emergency Disconnect,

pil6.  Article 675.8(B). Compliance with Article 675.8(B) will include the additional requirement that a
disconnecting means always be provided at the point of service from the utility no matter where the disconnecting
means for the machine is located. ( )

ajl7.  Article 682.10. sShall not apply to submersible well pumps installed in swimming and marine
areas; provided however, such articles shall apply to all other equipment required in the installation of a submersible
well pump in such areas except for the actual submersible well pump itself. ( )

£k18. Article 682.11. Add the following exception to Article 682.11: This article shall not apply to

service equipment that is located on or at the dwelling unit and which is not susceptible to flooding. ( )
sl19.  Article 682.13. Add the following exceptions to Article 682.13: ( )
ak. Exception No 1. Wiring methods such as HDPE schedule eighty (80) electrical conduit or its

equivalent or greater, and clearly marked at a minimum “Caution Electrical” to indicate that it contains electrical
conductors shall be approved. It shall be buried whenever practical, and in accordance with the requirements of the
authority having jurisdiction. The use of gray HDPE water pipe rated at two hundred (200) PSI (e.g. SIDR-7 or DR-

9) is suitable for use as a chase only when the following conditions are met: ( )
@i When internal conductors are jacketed submersible pump cable. ( )
{2)ii.  When used in continuous lengths, directly buried, or secured on a shoreline above and below the
water line. ( )
£3)iii.  When submersible pump wiring terminations in the body of water according to 682.13 Exception
No. 2 are met. ( )
#b. Exception No 2. Any listed and approved splices required to be made at the submersible well
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pump itself, outside of a recognized submersed pump sleeve or housing, when wires are too large to be housed
inside such sleeve, shall be covered with a non-metallic, impact resistant material, no less than one quarter (.25)
inches thick, such as heavy duty heat shrink or other equivalent method approved by the authority having
jurisdiction. (Eg. install a heat shrink over the sleeve or housing that the submersible well pump is installed in, and
then recover (apply heat) the heat shrink over both the HDPE and the water line). At least six (6) inches shall be
over the sleeve and at least twelve (12) inches over the HDPE and water line. ( )

HHe. Exception No. 3. Pipe, conduit, PVC well casing, or other electrically unlisted tubing may be used
as a chase, but not as a raceway, to protect conductors or cables from physical damage. Conductors or cables within
a chase shall be rated for the location. ( )

tm20. Article 682.14. Add the following additional exception to Article 682.14: For installations of
submersible well pumps installed in public swimming and marine areas, submersible well pumps shall be considered
directly connected and shall be anchored in place. Ballast is an acceptable form of anchoring. ( )

un2l.  Article 682.14(A). Add the following exception to Article 682.14(A): For installations of
submersible well pumps installed in public swimming and marine areas, motor controller circuits such as remotely
located stop pushbutton/s, disconnect/s, relay/s or switches shall be permitted as a required disconnecting means.
Such circuits shall be identified at a minimum as “Emergency Pump Stop”, or “Emergency Stop” with other obvious

indications on the visible side of the enclosure, that it controls a submersible pump in the body of water. ( )
v022.  Avrticle 682.15. Add the following exceptions to Article 682.15: ( )
ia. Exception No. 1. Submersible pumps, and their motor leads, located in bodies of water, and that

are rated sixty (60) amperes maximum, two hundred fifty (250) volts maximum of any phase, shall have GFCI or
Ground Fault Equipment Protection designed to trip at a maximum of thirty (30) milliamps or less, protected by
means selected by a licensed installer, meeting listing or labeling requirements, and inspected by the AHJ prior to
submersion in bodies of water. ( )

b#. Exception No. 2. Installations or repair and replacement of submersible pumps located in bodies
of water, that are rated over sixty (60) amperes, and rated at any voltage, shall be evaluated by a qualified designer
or experienced licensed contractor, or involve engineering or be engineered, for each specific application, with the
goal of public safety. Whenever possible, GFCI or Ground Fault Equipment Protection designed to trip at a
maximum of thirty (30) milliamps or less, meeting listing or labeling requirements, shall be installed, and inspected
by the AHJ prior to submersion in bodies of water. ( )
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w23.  Article 690.12 Rapid Shut Down. Add following Exemptions: ( )

a. PV systems not installed on or in buildings, PV output circuits and dc to dc converter output cir-+
cuits that are installed in metallic raceways or metal clad cables, or installed in enclosed metallic cable trays, or are
underground shall not be required to comply with Article 690.12. Detached structures whose sole purpose is to
house PV system equipment shall not be considered buildings and thus may have roof mounted PV systems without
rapid shutdown equipment according to this exception. ( )

b. PV system circuits installed on or in buildings without the presence of a utility supplied power
source shall not be required to comply with Article 690.12 where all of the following apply: ( )

i The minimum distance to bring electric utility power lines or service conductors to the building is
1000 feet or greater; ( )

ii. The building has a minimum setback distance of 100 feet from any building or structure located
on adjacent properties; ( )

iii. A lockable service entrance rated AC disconnect is installed outside at a readily accessible loca-
tion; and ( )

iv. The AC disconnect has a permanent placard or label with the following words or equivalent:

WARNING
SOLAR PV SYSTEM IS NOT EQUIPPED WITH RAPID SHUTDOWN

The warning placard or label shall comply with Article 110.21(B). ( )

x24. Avrticle 706.15 Off Grid Systems. Replace 706.15 with the following. For one-family and two-

{ Formatted: Tab stops: 1", Left + 6.13", Left

family dwellings, a disconnecting means or its remote control shall be located at a readily accessible location,
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40006. Certification And Approval Of Electrical Products And Materials.

In-the-state-of-tdahoaAll materials, devices, fittings, equipment, apparatus, luminaires, and appliances installed or
to be used in installations that are supplied with electric energy shall be approved as provided in one (1) of the
following methods: ( )

0ta. Testing Laboratory. Be tested, examined, and certified (Listed) by a Nationally Recognized
Testing Laboratory (NRTL). ( )

02b. Field Evaluation. Non-listed electrical equipment may be approved for use through a field
evaluation process performed in accordance with recognized practices and procedures such as those contained in the
2012 edition of NFPA 791 - Recommended Practice and Procedures for Unlabeled Electrical Equipment Evaluation
published by the National Fire Protection Association (NFPA). Such evaluations shall be conducted by: ( )

aib. A field evaluation body approved by the authority having jurisdiction. The field evaluation body

shall meet minimum recognized standards for competency, such as NFPA 790 - Standard for Competency of Third-
Party Field Evaluation Bodies, 2012 edition, published by the National Fire Protection Association (NFPA); or

)

biie.  In the case of industrial machinery only, as defined by NFPA 79 - Electrical Standard for
Industrial Machinery, 2012 edition, a field evaluation may be performed by a professional engineer currently
licensed to practice electrical engineering by the state of ldaho and who is not involved in the design of the
equipment being evaluated or the facility in which the equipment is to be installed. ( )

093c. Availability of NFPA Standards. The most recent edition of NFPA 790 - Standard for
Competency of Third-Party Field Evaluation Bodies, and NFPA 791 - Recommended Practice and Procedures for
Unlabeled Electrical Equipment Evaluation published by the National Fire Protection Association (NFPA) are
available at the Division. ( )

401449 (RESERVED)
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01. Statute or Rule. Failure to comply with any provision of Chapter 10, Title 54, Idaho Code or

Board Rule. ( )

02. Licensure or Registration. Except as provided by Section 54-1016, ldaho Code, performance of
electrical work without an active license or registration as required by Chapter 10, Title 54, Idaho Code. General
contractors registered pursuant to Section 54-1016, Idaho Code who submit a bid on a multi-trade construction
project which includes a licensed electrical contractor’s pricing is not considered as acting or attempting to act as an

electrical contractor. )
03. Performance Outside Scope. Performance of any electrical installation, alteration, or
maintenance by a limited electrical contractor, limited electrical installer, or trainee outside the scope of the limited
electrical license or registration. ( )
04. Employees. Knowing employment of a person who does not hold an active license or registration
to perform electrical work. ( )
05. Supervision. Working as an apprentice or limited electrical installer trainee without the required
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journeyman, master, or installer supervision or employing an apprentice or trainee without providing the required

supervision. ( )
06. Fees, Permits, and Inspections. Failure to obtain a required permit, pay applicable fees, properly
post a permit, or request an inspection of any electrical work. ( )
07. Corrections. Failure to make corrections in the time allotted in the notice on any electrical work.
( )
08. Misrepresentation of Fees. Misrepresentation of the permit or inspection fees to the customer.
( )
09. Advertising. Advertising to engage in the business, trade, practice, or work of an electrical

contractor as defined in Sections 54-1003A and 54-1010, Idaho Code, without holding a current and valid electrical
contractor license issued by the Division or advertising without including the contractor license number in the
advertisement. Advertising includes, but is not limited to: newspaper, telephone directory, community flier ads or
notices; telephone, television, radio, internet, or door-to-door solicitations. ( )

10. Order. Failure to comply with any lawful order of the Board or Division administrator. ( )

451. -- 999. (RESERVED)
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